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GOLDENDALE, Wash. – A power outage occurred at 6:52 a.m. Thursday, June 1, on the Bonneville 
Power Administration high-voltage transmission system north of Dallesport. The BPA maintenance 
crews tested the transformer at the Goldendale Substation and found it to be operable. They then 
inspected power lines by helicopter and determined that a connector on the line had failed due to wear 
and tear. The equipment was repaired and service restored at 2:30 p.m. The outage affected half of 
Klickitat PUD's customers. 
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